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NEXT ASS'Y: FINAL ASS'Y:
DOOR (DBL. LETTER INDICATES PAIR) FIRE DOOR DETALS TARDWARE REVARKS LEVEL 3 [
DOOR # ROOM NAME TYPE |  THICK WIDTH HEIGHT | MAT'L GLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP DOOR (DBL. LETTER INDICATES PAIR) FIRE DOOR DETAILS HARDWARE REMARKS
CL-2-3-81 STAR NO. 3 F 1-3/4" 3'-0" 6'-10" HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 5 DOOR # ROOM NAME IYPE THICK WIDIH HEIGHI MAI L GLASS RATING FRAME # HEAU JAMBS IHKESHULU GRUUF
CL-2—3-82A VACUUM LAB BB | 1-3/4 | 5-0 610" HM 1/4"TENP FR-1A 1-A9.10.40 1-A9.10.40 14 CL-3-1-1 STAR NO. 2 F | 1-3/4° 30" 610" WOoD 1-1/2 HR. FR-1B 4-A9.10.40 4-A9.10.40 23
CL-2-3-828 VACUUM LAB BB | 1-3/4 50" 510" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-2 ELEVATOR LOBBY FF | 1-3/¢ 60" 610" WOoD 3/4 HR. FR-1A 1-A9.10.40 6-A9.10.40 9
CL-2-3-83A HIGH POWER LAB BB | 1-3/4 50" 510" HM 1 /4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-3 TELEPHONE F | 13/ | 3-0 610" WOOD 3/4 IR FR-1A 1-A9.10.40 1-A9.10.40 48 UNDERCUT DOOR 3/4”
CL-2-3-83B HIGH POWER LAB BB | 1-3/4 | 5-0° 510" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 1 PROVIDED PER ALTERNATE #1D CL-3-1-4 ELECTRICAL F | 1-3/8 | 3-0° 510" WOO0D 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4”
CL-2—3-84A CORRIDOR FF | 1-3/4 | 6-4 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 CL-3-1-5 NOT USED __ - _ _ - _ _ _ _C _ - -
CL—2—3-84B CORRIDOR FF | 1-3/4 64" 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 CL-3-1-6 WOMEN'S TOILET L | 1-3/& | 3-0° 610" WOOD FR-1A 1-A9.10.40 1-A3.10.40 8
CL-2—3-85A PHYSICS STAFF LAB BB | 1-3/4 | 5-0 610" HM 1/4°TENP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-7 MEN'S TOILET L | 1-3/4" 30" 510" WOOD FR-1A 1-A9.10.40 1-A9.10.40 8
CL-2-3-858 PHYSICS STAFF LAB BB | 1-3/4 | 5-0" 510" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-8 COFFEE F | 1-3/4 | 3-0° 510" WOOD 3/4 HR. FR-1A 1-A9.10.40 1-A9.10.40 5A
CL-2-3-86 STORAGE FF | 1-3/4 | 6-0 510" HM FR-1A 1-A9.10.40 1-A9.10.40 2 CL-3-1-9 OFFICE c | 1-3/& | 3-0 610" WOO0D 1/4" TEMP 3/4 HR. FR-1A 1_A9.10.40 1,3-A9.10.40 10
CL-2-3-87 TELEPHONE F | 1-3/# | 3-0° 610" HM FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4” CL-3-1-10 OFFICE c | 1-3/4 | 3-0 610" WOOD 1/4" TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-88 ELECTRICAL F | 1-3/4 | 3-0° 510" HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4” CL-3-1-11 OFFICE c | 13/ | 3-0 510" WOOD 1/4" TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2—3-89A OPERATIONS STAFF LAB BB | 1-3/4 | 5-0 610" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 CL-3-1-12 OFFICE cC | 1-3/8& | 3-0 610" WOoD 1/4" TEMP 3/4 IR, FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2—3-89B OPERATIONS STAFF LAB BB | 1-3/4 | 5-0 510" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-13 OFFICE c | 1-3/4 | 30 510" WO0D 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2-3-90 DRY LAB BB | 1-3/4" 50" 510" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D Cl-3-1-14 OFFICE c | 1-3/8 | 3-0 610" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2-3-91 DRY LAB BB | 1-3/4" 5_0" 510" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-15 OFFICE c | 13/ | 3-0 610" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CLl—2-3-92 DRY LAB BB | 1-3/4" 5_0" 510" HM 1/4°TENP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-16 OFFICE c | 134 | 30 510" WOO0D 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-93A CORRIDOR FF | 1-3/4 64" 510" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE #1D CL-3-1-17 COPY F | 1-3/4 30" 510" WOOD FR-1A 1-A9.10.40 1-A9.10.40 5A
CL-2-3-93B CORRIDOR FF | 1-3/4" 64" 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE #1D CL-3-1-18 NOT USED __ __ __ _ - - _ _ _ - _ -
CL-2-3-94 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4"TENP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-19 OFFICE cC | 1-3/¢ 30" §-10" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2-3-95 DRY LAB BB | 1-3/4" 50" 510" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-20 OFFICE c | 1-3/¢ 30" 510" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-96 DRY LAB BB | 1-3/4" 5_0" 610" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-21 OFFICE c | 1-3/¢ 30" 610" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-97 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 1 PROVIDED PER ALTERNATE #1D CL-3-1-22 OFFICE c | 13/ | 3-0 610" WO0D 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-98 DRY LAB BB | 1-3/4° | 5-0 610" HM 1/4°TEMP FR—1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-23 NOT USED __ __ __ __ _ - _ _ - - _ -
CL-2-3-99 DRY LAB BB | 1-3/4" | 5-0" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-24 NOT USED __ __ __ _ - _ _ _ _ _ _ -
CL-2-3-100 DRY LAB BB | 1-3/4 | 5-0 I HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-25 NOT USED — — — - — — —_ - — —_ __ __
CL-2-3-101 DRY LAB BB | 1-3/4° | 5-0° 610" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-1-26 NOT USED - __ __ __ __ __ __ __ __ __ _Z _
CL—2-3-102A CORRIDOR FF | 1-3/4 | 6-4 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE #1D DOOR (DBL. LETTER INDICATES PAIR) FIRE DOOR DETAILS HARDWARE REMARKS
CL—2-3-102B CORRIDOR FF 1-3/4" 6'—4" 6'-10" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE #1D DOOR# ROOM NAME TYPE | THICK WIDTH HEIGHT MATL GLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP
CL-2-3-103 DRY LAB BB 1-3/4" 50" 6'-10" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-27A CONFERENCE c 1-3/4" 3'-0" 6'-10" WOOD 1/4” TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 5A
CL-2-3-104 DRY LAB BB | 1-3/4 | 5-0 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-278 CONFERENCE c_| 1-3/4 30" 610" WOOoD 1/47TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 SA
CL-2-3-105 DRY LAB BB | 1-3/4 | 5-0 610" HM 1/4TENP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-28 OFFICE ¢ | 1-3/& | $-0° 610" WOO0D 1/4” TEWP FR-1A 1-A9.10.40 | 1,3-A9.1040 i
CL-2-3-106 DRY LAB BB | 1-3/4" 50" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-29 OFFICE ¢ 1-3/4" 30 610" WO0D 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
23107 NOT USED — — — — — — — — — — — — CL-3-2-30 OFFICE c | 1-3/4 | 30 510" WOoD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
23108 NOT USED — — — — — — — — — — — — CL-3-2-31 OFFICE C | 1-3/4 | 3-0° §-10" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
L9310 NOT USED — — — — — — — — — — — — CL-3-2-32 OFFICE C | 1-3/4 | 3-0 610" WOOoD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-110 WET LAB BB | 1-3/4 50" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-33 OFFICE C | 1-3/4 | 30 610" WooD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-111 WET LAB BB | 1-3/4" 50" 610" HM 1/4°TEMP FR—1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-34 OFFICE ¢ 1-3/4" 30" §-10° WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-112 WET LAB BB | 1-3/4" | 5-0° 610" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-35 OFFICE c_| 1=+ | 3-0 610" WooD 1/4" TEMP FR-1A 1-49.10.40 1,3-A9.10.40 10
CL-2-3-113 WET LAB BB | 1-3/4" 50" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-36 OFFICE ¢ 1-3/4 3-0° 610" WooD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-114A CORRIDOR FF | 1-3/4" 64" 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-9.10.40 _ 9 PROVIDED PER ALTERNATE #1D CL-3-2-37 OFFICE c 1-3/4” F-0 g-10" WOoD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-114B CORRIDOR FF| 1-3/4 64" 6'-10" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE #1D CL-3-2-38 NOT USED - - - - — - - - ko — - -
23115 VT B R PR o YIRETE = 39,1040 1229.10.40 ” PROVIDED PER ALTERNATE 1D CL-3-2-39 A DOCUMENT CONTROL c | 1-3/¢ 30" 610" WOOD 1/4" TEMP 3/4 IR FR-1A 1-A9.10.40 1,3-A9.10.40 10A
CL-2-3-116 WET LAB BB | 1-3/4 50" 610" HM 1/4"TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-39 B DOCUMENT CONTROL ¢ 1-3/4" 3-0° 610" WOO0D 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10A
CL-2-3-117 WET LAB BB | 1-3/4 | 5-0 510" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-40 OFFICE cC_| 1-3/4 30 §-10° W00D 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-118 WET LAB BB | 1-3/4 | 5-0 510" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-41 OFFICE cC_ | 1-3/4 30" g-10° WOoD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
23118 0T USED — - — — — — — — — — — — CL-3-2-42 JANITOR /STORAGE L | 1-3/4 | 30 510" WOOD FR-1A 1-A9.10.40 1-A9.10.40 4
23120 WET LB R RER PR o TN —r T TAO1040 ” CL-3-2-43 ELEVATOR LOBBY FF | 1-3/# | 6-6 50" WOOD 3/4 HR. FR-1A 1-A9.10.40 1-A9.10.40 9
CL-2-3-121 VESTIBULE FFo| 1-3/4 60" 9'-2" HM FR-1A 1-A9.10.40 1-A9.10.40 17 CL-3-2-44 NOT USED - - — - - - - - —- - - -
CL-2-3-122 TELEPHONE CLOSET F 1-3/4" 30" 610" HM FR—1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4” CL-3-2-45 OFFICE ¢ 1-3/4" 30" 10" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-123 ELECTRICAL CLOSET F 1-3/4" 30" §-10" HM FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4 CL-3-2-46 OFFICE c 1-3/4° 3-0° 610" WooD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-124 WET LAB BB | 1-3/4 5_0’ 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-47 COPY/STORAGE F_| 1-3/4 30" 610" WooD FR-1A 1-A9.10.40 1-A9.10.40 SA
CL-2-3-125 WET LAB BB | 1-3/4" 50" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 1 PROVIDED PER ALTERNATE #1D CL-3-2-48 OFFICE cC_| 1-3/4 30" 6-10° 00D 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2—3—126A CORRIDOR FF | 1-3/4 | 6-4 510" HM 1-1/2 HR. FR-1A 1-A9.10.40 8-A9.10.40 9 CL-3-2-49 OFFICE c_| 1-y/4 | 30 610" WooD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
L7 31268 S ORRIDOR e | oor PO o T21/2 HR. A 1291040 5 15,1040 5 CL-3-2-50 TELEPHONE F | 1-3/4 30" 610" WOOD FR-1A 1-A9.10.40 1-A9.10.40 48 UNDERCUT DOOR 3/4”
CL-2-3-127 WET LAB BB | 1-3/4” 50" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-51 OFFICE ¢ 1-3/4" 30" 10" WO0D 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-128 WET LAB BB 1-3/4" 5'-0" 6'-10 HM 1/4"TEMP - FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL=3-2-52 OFFICE c 1-3/4" 3-0" 6'-10 WOOD 1/4”" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-129 WET (AB BB | 1-3/4" 5_0" 610" HM 1/4°TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1D CL-3-2-53 OFFICE cC_| 1-3/4 30 610" 00D 1/4° TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
23130 WET LB RS TS vy TN =T 123,104 1229.10 40 ” CL-3-2-54 OFFICE cC | 1-3/4 | 3-0° 610" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-3-131 STAR NO. 4 F 1-3/4" 30" 6'-10 HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 5 CL-3-2-55 NOT USED - - i - — — — - — — - —
2 313 NOT USED — ~ — — — — — — — —— — — CL-3-2-56 OFFICE c | 1-3/¢ | 30 510" WOoD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
23133 NOT USED — — — — — — — — — — — — CL-3-2-57 OFFICE c | 1-3/4 | 30 610" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
o3 134 NOT USED — — — — — — — — — — — — CL-3-2-58 OFFICE cC | 1-3/ | 3-0 510" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
23135 NOT USED — — — — — — — — — — — — CL-3-2-59 OFFICE c | 1-3/8 | 3-0° 610" WOoD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
DOOR (DBL. LETTER INDICATES PAR) FIRE DOOR DETAILS HARDWARE REMARKS CL-3-2-60 OFFICE c 1-3/4" 3-0" 6-10" WooD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
DOOR# ROOM NAME TYPE | THICK WIDTH HEIGHT MATL GLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP CL-3-2-61 OFFICE cC | 1-3/4 | 3-0° 610" WOoD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-136 CONTROL ROOM OBSER. FF | 1-3/4" 60" 610" WooD 1-1/2 HR. FR-1A 1-A9.10.40 6-A9.10.40 22A ACCESS CONTROL CL-3-2-62 OFFICE c | 1-3/# | 3-0° 610" WooD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-137 OFFICE c | 1-3/4 | 3-0° 510" WOOD 1/4" TEMP 3/4 FR. FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-63 OFFICE c | 1-3/4 | 30 610" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-138 OFFICE c | 1-3/4 30" 610" WOOD 1/4" TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-64 OFFICE c | 1-3/ | 3-0° 510" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-139 NOT USED __ - __ __ __ __ __ _ __ __ _ __ CL-3-2-65 OFFICE c | 1-3/¢ 30" 610" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-140 TELEPHONE CLOSET F | 1-3/4 | 3-0° 610" WOOD FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4” CL-3-2-66 ELECTRICAL F | 1-3/4 | 3-0° 610" WOOD 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4”
CL-2-4-141 ELECTRICAL CLOSET F | 1-3/4 | 3-0 610" WOOD FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4” CL-3-2-67 STAR NO. 1 F | 1-3/8 | 3-0° 610" WOOD 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 10
CL-2-4-142A OFFICE F | 1-3/4 | 3-0° 610" WOOD 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 10 CL-3-2-68 MEN'S TOILET L | 1-3/4& | 3-0° 610" WOOD FR-1A 1-A9.10.40 1-A9.10.40 8
CL-2—4-1428 OFFICE ¢ | 1-3/# | 30 610" WOOD 1/4" TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-69 WOMEN'S TOILET L | 1-3/4 | 3-0° 610" WOOD FR-1A 1-A9.10.40 1-A9.10.40 8
CL-2-4-143 OFFICE c | 1-3/4 | 30 610" WOOD 1/4" TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-70 COFFEE F | 1-3/# | 3-0° 510" WOoD 3/4 IR, FR-1A 1-A9.10.40 1-A9.10.40 5A
CL-2-4-144 OFFICE c | 13/ | 3-0° 610" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-71 CORRIDOR T | 1-3/4 | 6-0 510" HM 1/4” TEMP 3/4 HR. FR-1A 3-A9.10.40 6-A9.10.40 9 GLASS TRANSOM TO 9'—4"
CL-2-4-145 OFFICE c | 1-3/4 | 3-0° 610" WOOD 1/4" TENP FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-72 OFFICE cC | 1-3/4 | 3-0° 510" WOOD 1/4" TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-146 OFFICE cC | 1-3/& | 3-0 610" WOOD 1/4” TEMP FR-1A 1-A9.10.40 1,3-A9.10.40 10 CL-3-2-73 OFFICE c | 1-3/4 | 30 610" WOOD 1/4" TEMP 3/4 HR. FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL—2-4-147 NOT USED __ __ __ __ __ __ __ __ __ __ __ __ CL-3-2-74 OFFICE c | 1-3/ | 30 510" WOOD 1/4” TEMP 3/4 HR, FR-1A 1-A9.10.40 1,3-A9.10.40 10
CL-2-4-148 NOT USED __ __ __ __ __ __ __ __ __ _ __ __ CL-3-2-75 NOT USED - - — — — — — — — — — —
CL-2-5-1A PEDESTRIAN BRIDGE FF | 1-3/4 | 7-0 717 HM 1-1/2 HR. FR-1A 1-A9.10.40 6-A9.10.40 9 PROVIDED PER ALTERNATE #2 CL-3-2-76 NOT USED - — - —— — —— —— — — —_ —_ —
CL-2-5-1B PEDESTRIAN BRIDGE FF | 1-3/4 | 7-0 71" HM 1-1/2 HR. FR-1A 1-A9.10.40 6-A9.10.40 26 PROVIDED PER ALTERNATE #2 CL-3-2-77 NOT USED —— —— — — — — —— — — — —— —
CL-3-2-78 NOT USED —_ __ — — —_ — __ — _ — __ —
DOOR (DBL. LETTER INDICATES PAIR) FIRE DOOR DETAILS HARDWARE REMARKS
DOOR# ROOM NAME TWPE | THICK WIDTH HEIGHT MATL OLASS RATING FRAME # HEAD JAMBS THRESHOLD GROUP
CL-3-3-79 STAR NO. 3 F | 1-3/4# | 3-0 510" HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 5
CL-3-3-80 NOT USED —— — — — — — — — — — - —
CL-3-3-81 NOT USED — — — — — — — — — — - —
CL-3-3-82 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4” TEMP FR-1A 1-A9.10.40 1-A9.10.40 14
CL-3-3-83 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-84 DRY LAB BB | 1-3/4" | 5-0" 510" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-85 DRY LAB BB | 1-3/4 | 5-0" 6-10" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-86A CORRIDOR FF | 1-3/4 | 6-4 610" HM FR-1A 1-A9.10.40 8-A9.10.40 9
CL-3-3-86B CORRIDOR FF | 1-3/4 | 6-4 610" HM FR-1A 1-A9.10.40 8-A9.10.40 9
CL-3-3-87 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4” TEMP FR-1A 1-A9.10.40 1-A9.10.40 14
CL-3-3-88 STORAGE BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-89 TELEPHONE F | 1-3/4 | 3-0° 610" HM FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4”
CL-3-3-90 ELECTRICAL F | 1-3/4 | 3-0 510" HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4”
CL-3-3-91A MECHANICAL ROOM FF | 1-3/4 | 6-0 610" HM FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-91B MECHANICAL ROOM F | 1-3/4 | 6-0 610" HM FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-91C MECHANICAL ROOM FF | 1-3/4 | 6-0 610" HM FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-91D MECHANICAL ROOM FF | 1-3/ | 6-0" 610" HM FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-91E MECHANICAL ROOM FF | 1-3/4 60" 510" HM FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-92 DRY LAB BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-93 DRY LAB BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-94 CORRIDOR FF | 1-3/4 | 6-4 610" HM FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE #1A
CL-3-3-95 DRY LAB BB | 1-3/4 | 5-0" 610" HM 1/4” TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-96 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-97 NOT USED — __ —_ — __ __ __ _ __ __ __ _
CL-3-3-98 DRY LAB BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-99 DRY LAB BB | 1-3/4 | 5-0° 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE 1A
CL-3-3-100 CORRIDOR FF | 1-3/4" | 6-4" 610" HM FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE $1A
CL-3-3-101 DRY LAB BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-102 DRY LAB BB | 1-3/4" 50" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-103 WET LAB BB | 1-3/4 | 5-0" 510" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-104 WET LAB BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE $1A
. CL-3-3-105 CORRIDOR FF | 1-3/4 | 6-4 510" HM FR-1A 1-A9.10.40 8-A9.10.40 9 PROVIDED PER ALTERNATE $1A
' CL-3-3-106 WET LAB BB | 1-3/4 | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-107 WET LAB BB | 1-3/4# | 5-0" 610" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE 1A
CL-3-3-108 ELECTRICAL F | 1-3/4 | 3-0° 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4”
CL-3-3-109 TELEPHONE F | 1-3/4 | 3-0° 610" HM FR-1A 1-A9.10.40 1-A9.10.40 4 UNDERCUT DOOR 3/4”
CL-3-3-110 VESTIBULE FF | 1-3/4 | 6-0 92" HM FR-1A 1-A9.10.40 1-A9.10.40 17
CL—3-3-111 WET LAB BB | 1-3/4° | 5-0" 610" HM 1/4 TEMP FR-1A 1-A9.10.40 1-A9.10.40 14
CL-3-3-112 WET LAB BB | 1-3/4 | 5-0° 510" HM 1/4 TEMP FR-1A 1-A9.10.40 1-A3.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-113A CORRIDOR FF | 1-3/4 | 6-4 510" HM FR-1A 1-A9.10.40 8-A9.10.40 9
CL-3-3-113B CORRIDOR FF | 1-3/4" | 6-4 510" HM FR-1A 1-A9.10.40 8-A9.10.40 9
CL-3-3-114 WET LAB BB | 1-3/4 | 5-0° 510" HM 1/4” TEMP FR-1A 1-A9.10.40 1-A9.10.40 14 PROVIDED PER ALTERNATE #1A
CL-3-3-115 WET LAB BB | 1-3/# | 5-0° 510" HM 1/4" TEMP FR-1A 1-A9.10.40 1-A9.10.40 14
CL-3-3-116 MECHANICAL ROOM,/STORAGE FF | 1-3/4 | 6-0 610" HM FR-1A 1-A9.10.40 1-A9.10.40 2
CL-3-3-117 STAR NO. 4 F | 1-3/# | 307 610" HM 1-1/2 HR. FR-1A 1-A9.10.40 1-A9.10.40 5
CL-3-3-118 NOT USED —_ — — _ — __ — __ __ __ — __
CL-3-3-119 NOT USED - — — __ — __ __ _ __ __ —_ __
CL-3-3-120 NOT USED __ __ _ __ __ __ __ _ _ __ __ __
CL-3-3-121 NOT USED __ — — __ __ __ __ __ — __ - __
CL-3-3-122 NOT USED —_ — — __ __ __ __ __ __ __ —_ __
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